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Changing the Ruby Connection Mode to USB,
Bluetooth or ISA100

To change the Ruby device connection mode while it is connected to the Ruby mobile app, go to
Device > Mode.

Waorking Mode

USB Communication
Bluetooth 3/

ISAI00

Select the desired connection mode to switch the Ruby to and tap Apply.

The Ruby will immediately switch modes and disconnect from the mobile app.
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